The classic orifice equation is commonly used to calculate the leakage and intrusion rate for pressurized pipelines with cracks on the pipe wall. The conventional orifice equation does not consider the effect of the flow velocity in the main pipe, and there is a lack of studies on this matter. For this technical note, the influence of the main pipe flow velocity on the outflow and inflow through a crack on the pipe wall was studied in the laboratory. The experimental results show that the impact of the main pipe flow velocity can be significant. When the pressure difference across the orifice was constant, with the increase of the main pipe flow velocity, the outflow velocity increased, but the contraction area of the jet and the outflow discharge coefficient decreased. By comparing orifices with different shapes, it was found that the discharge from the circumferential crack was most sensitive to the main pipe flow velocity. In addition, the main pipe flow promoted the orifice inflow. When the pressure difference across the orifice was constant, with the increase of the main pipe flow velocity, the inflow discharge coefficient increased, which is the opposite pattern to that of the orifice outflow.
Introduction
The leakage in water distribution systems (WDSs) is a global problem, with the leakage rate typically ranging from about 10% in well-managed systems [1] , to more than 30% in some developing countries such as India and China [2] . Managing leaks in WDSs is also an important part of water supply safety management, since contamination intrusion through cracks in the pipe wall may occur during low or negative pressure events and this is a significant threat to public health [3] . In recent years, external water intrusion during low or negative pressure transient events in urban water supply systems has attracted more and more attention. The volume of intruded pollutants is one of the significant indicators that can reflect the degree of health risks when a pollution incident occurs [4] . However, as will be shown, estimating the volume of intrusion based on the conventional orifice equation that ignores the effect of the main pipe flow velocity may underestimate the volume of intrusion and the risk to public health. Research into accurately assessing the leakage and intrusion rates through cracked water pipes has attracted increasing attention [5] .
The fact that leakage and intrusion through cracks in the pipe wall do not necessarily follow the standard orifice equation (the discharge flow varies with the square root of pressure difference across the orifice) has been widely recognized [5] . Early studies have shown that the flow through a leak opening is related to the pressure raised to an exponent that varies typically from 0.5 to 2.5 depending on: the material of the pipe, the shape of the leak and the system pressure [6] . Recent studies by many researchers on various pipe materials and leak configurations support the observation under both leakage [7] [8] [9] [10] [11] [12] [13] [14] [15] and intrusion [5, 16] . Regarding the amendment to the equation, the effects of orifice shape and size on the orifice discharge coefficient has been investigated [17, 18] . In addition, the influence of the media surrounding the pipe on leakage and intrusion modelling has been studied [19, 20] .
Despite the extensive studies on factors that affect pipe leakage flow as reviewed above, to the knowledge of the authors, there is no detailed study on how the flow velocity in the main pipe influences the leakage or intrusion flow. Researchers studied the effect of the flow velocity in a main channel on the side discharge through an orifice under different liquid levels and pore sizes in a trough-type liquid distributor using computational fluid dynamics (CFD) simulations [21] . However, the results of this work, obtained from investigations of free surface flow, cannot be directly applied to the through-wall orifice flow in pressurized pipes.
The study reported in this technical note focuses on the effect of the main pipe flow velocity on the leakage and intrusion through cracks on the pipe wall. A series of laboratory experiments were conducted, and the experimental systems are described in detail. A crack on the pipe wall was simulated by a through-wall orifice, and the leakage and intrusion were considered as the orifice outflow and inflow, respectively. For the orifice outflow study, the outflow velocity, the contraction area of the jet and the outflow discharge coefficient were measured and analyzed for various main pipe flow and pressure conditions. For the orifice inflow study, the inflow discharge coefficient was studied in detail and compared with the findings of the orifice outflow. The key findings of this experimental study are summarized in the conclusion section.
Experimental Apparatus
Two experimental systems were used in this research: one for the study of orifice outflow (leakage) and one for the orifice inflow (intrusion). The experimental setup for the orifice outflow study is shown in Figure 1 . The test pipe system was a DN50 straight pipeline with a total length of 18.0 m. The majority of the pipe system was made of galvanized steel pipes. A short stainless-steel pipe section (0.5 m in length, 53 mm in internal diameter and 2 mm in wall thickness) with a through-wall orifice was installed in the system to simulate a leak. Three stainless-steel pipe sections were made to simulate three different leak shapes: a circular orifice (3 mm in diameter) to simulate a pinhole leak, a rectangular orifice (7.07 mm in length, 1 mm in width) to simulate a longitudinal crack in a pipe wall, and a rectangular orifice with the same dimensions to simulate a circumferential crack, as shown in Figure 2 . The orifices were laser drilled with high precision in the dimensions, and the three orifices had the same opening area (7.07 mm 2 ). The upstream and downstream ends of the pipeline system were connected to overflow tanks for water supply and drainage, respectively. A variable-speed water pump (50AAB HLS-25-50-2, Shanghai Panda, rated power 5.5 kW, rated working pressure 0.5 MPa) and a diaphragm pressure tank (SQL600-0.6, Shanghai Panda, pressure 0.6 MPa, effective volume 120 L) constituted a pipeline pressure stabilization system to regulate the flow velocity and pressure in the pipeline. Two magnetic flowmeters (OPTIFLUX2100C, KROHNE) were installed close to the upstream and downstream ends of the pipeline, respectively. The ratio of the flow rate reading to the cross-sectional area of pipeline was taken as the flow velocity in the pipeline. The orifices discharged water to the atmosphere. To measure the profile of the orifice discharge, a camera (HDR-CX405, SONY, frame rate 50P) was installed at a position above the orifice to record the flow jet images. The images were processed with AutoCAD, then the minimum cross-sectional area at the vena contracta (the point where the diameter of the stream is the least) and the tilt angle (degree of inclination) of the outflow jet were calculated. The pressure acquisition system consisted of four GE PTX-5032 pressure transmitters with a range of 10 bar and a precision of ±0.04%. These pressure sensors were connected to a data acquisition card. Two pressure sensors were installed at locations 0.5 m upstream and downstream of the orifice, respectively. The average of their readings was taken as the pressure at the orifice. There was a small head loss at the orifice, but it was proven by comparison experiments that the value was negligible and did not affect the experimental results reported hereafter. The volumetric method was used to measure the orifice discharge rate. The orifice flow velocity was obtained by dividing the discharge rate by the minimum cross-sectional area.
The experimental setup for the orifice inflow study is illustrated in Figure 3 . The main difference from the setup for the outflow study (Figure 1 ) was the use of a customized pressure tank to enclose the pipe section with an orifice and to provide a stable external pressure for the orifice, as shown in Figure 4 . There was a diaphragm valve on the inlet pipe (the pipe that connects the pressure tank and the variable-speed pump). The regulation of the valve opening and the pump speed helped to achieve various required external pressures. The measurement of the inflow discharge was based on a high precision volumetric flowmeter (MG008S511221R2, TRIMEC) installed on the inlet pipe of the customized pressure tank.
The experiment in each specific setup was repeated five times under the same conditions, and the experimental data were averaged using the five repeated measurements wherever applicable. The relative difference between the five experimental values and the average value was controlled within 1% to ensure the accuracy of the results. The pressure acquisition system consisted of four GE PTX-5032 pressure transmitters with a range of 10 bar and a precision of ±0.04%. These pressure sensors were connected to a data acquisition card. Two pressure sensors were installed at locations 0.5 m upstream and downstream of the orifice, respectively. The average of their readings was taken as the pressure at the orifice. There was a small head loss at the orifice, but it was proven by comparison experiments that the value was negligible and did not affect the experimental results reported hereafter. The volumetric method was used to measure the orifice discharge rate. The orifice flow velocity was obtained by dividing the discharge rate by the minimum cross-sectional area.
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The experiment in each specific setup was repeated five times under the same conditions, and the experimental data were averaged using the five repeated measurements wherever applicable. The relative difference between the five experimental values and the average value was controlled within 1% to ensure the accuracy of the results. 
Results of the Orifice Outflow Study

Inclination of the Circular Orifice Outflow
The outflow inclination refers to the angle between the orifice outflow direction and the direction of flow in the main pipe. Experimental observations of the outflow from the circular orifice demonstrate that both the main pipe flow velocity and the orifice pressure (i.e., the pressure difference cross the orifice) affected the inclination. From the results of one set of experiments where the orifice pressure was controlled at about 2 m, the inclination was found to change with the main pipe flow velocity, as shown in Figure 5 . In the figure, H represents the orifice pressure, V represents the upstream main pipe flow velocity and its direction from right to left, and θ represents the outflow tilt angle. Figure 5 shows that when H is constant, the direction of the orifice outflow jet was obviously more inclined to the downstream direction as V increased. Note that upstream water was not able to be completely stopped and V was lower than 0.02 m/s when the downstream valve was closed. 
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Inclination of the Circular Orifice Outflow
The outflow inclination refers to the angle between the orifice outflow direction and the direction of flow in the main pipe. Experimental observations of the outflow from the circular orifice demonstrate that both the main pipe flow velocity and the orifice pressure (i.e., the pressure difference cross the orifice) affected the inclination. From the results of one set of experiments where the orifice pressure was controlled at about 2 m, the inclination was found to change with the main pipe flow velocity, as shown in Figure 5 . In the figure, H represents the orifice pressure, V represents the upstream main pipe flow velocity and its direction from right to left, and θ represents the outflow tilt angle. Figure 5 shows that when H is constant, the direction of the orifice outflow jet was obviously more inclined to the downstream direction as V increased. Note that upstream water was not able to be completely stopped and V was lower than 0.02 m/s when the downstream valve was closed. Figure 6 shows the relationship between θ and V under various orifice pressure conditions. It can be seen from Figure 6 that for any specific orifice pressure, the orifice outflow increasingly inclined to the downstream direction of the pipe with the increase of the main pipe flow velocity. This observation was understandable and expected, since the orifice outflow carried the inertial of the original flow. For the same main pipe velocity (V), the smaller the orifice pressure (H), the smaller the inclination angle. This means that the outflow inclination was more sensitive to the main pipe velocity (V), under lower pipe pressure conditions. Figure 6 shows the relationship between θ and V under various orifice pressure conditions. It can be seen from Figure 6 that for any specific orifice pressure, the orifice outflow increasingly inclined to the downstream direction of the pipe with the increase of the main pipe flow velocity. This observation was understandable and expected, since the orifice outflow carried the inertial of the original flow. For the same main pipe velocity (V), the smaller the orifice pressure (H), the smaller the inclination angle. This means that the outflow inclination was more sensitive to the main pipe velocity (V), under lower pipe pressure conditions. 
Cross-Sectional Area and Velocity of the Circular Orifice Outflow
It is known that a circular orifice causes a contraction of the jet downstream from the orifice opening [22] . Figure 7 shows the shape of the jet when the orifice pressure was 2 m. Because of the main pipe flow velocity, the shape of the cross-section of the jet in this study was different from that of the conventional flow through an orifice located at the wall of a pressure tank. The right part of the jet (the main pipe flow is from right to left) is not circular but approximately flat as indicated in 
It is known that a circular orifice causes a contraction of the jet downstream from the orifice opening [22] . Figure 7 shows the shape of the jet when the orifice pressure was 2 m. Because of the main pipe flow velocity, the shape of the cross-section of the jet in this study was different from that of the conventional flow through an orifice located at the wall of a pressure tank. The right part of the jet (the main pipe flow is from right to left) is not circular but approximately flat as indicated in Figure 7b .
Its vena contracta is approximately located at 1/2 of the orifice diameter from the orifice. The shape of the minimum cross-sectional area is the shaded sector, as shown in Figure 7b . The cross-sectional area at the vena contracta (A c ), can be estimated by calculating the area of the shaded sector measuring the length of x. The contraction coefficient (ε), is defined by the following equation:
where A is the cross-sectional area of the orifice, and A = 7.07 mm 2 in this study. 
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(a) (b) In this set of experiments, the orifice pressure was controlled at about 2.0 m. Figure 8 shows the relationship between the contraction coefficient and the main pipe flow velocity. Dividing the orifice discharge rate Q (as determined by the volumetric method) by Ac provides the orifice outflow velocity. The relationship between the outflow velocity and the main pipe flow velocity was also reported in Figure 8 . From Figure 8 , when the orifice pressure was about 2 m, with the increase of the main pipe flow velocity (from 0 to 1.8 m/s), the contraction coefficient decreased and the outflow velocity increased. In this set of experiments, the orifice pressure was controlled at about 2.0 m. Figure 8 shows the relationship between the contraction coefficient and the main pipe flow velocity. Dividing the orifice discharge rate Q (as determined by the volumetric method) by A c provides the orifice outflow velocity. The relationship between the outflow velocity and the main pipe flow velocity was also reported in Figure 8 . From Figure 8 , when the orifice pressure was about 2 m, with the increase of the main pipe flow velocity (from 0 to 1.8 m/s), the contraction coefficient decreased and the outflow velocity increased. 
(a) (b) In this set of experiments, the orifice pressure was controlled at about 2.0 m. Figure 8 shows the relationship between the contraction coefficient and the main pipe flow velocity. Dividing the orifice discharge rate Q (as determined by the volumetric method) by Ac provides the orifice outflow velocity. The relationship between the outflow velocity and the main pipe flow velocity was also reported in Figure 8 . From Figure 8 , when the orifice pressure was about 2 m, with the increase of the main pipe flow velocity (from 0 to 1.8 m/s), the contraction coefficient decreased and the outflow velocity increased. 
Discharge Coefficient of the Circular Orifice
The standard orifice equation derived from Bernoulli's equation is acknowledged to estimate the flow through an orifice:
where g is the gravitational acceleration. The discharge coefficient (µ), can be calculated by Equation (2) using the outflow discharge rate (Q), measured under various orifice pressures and main pipe flow velocity conditions. The equation commonly describes the flow through an orifice located at the wall of a pressure tank which is large enough relative to the orifice to ignore the water velocity perpendicular to the outflow direction. Note that the opening area of the orifice and the square root relationship with the pressure are considered in Equation (2), as following the convention. Figure 9 shows that, for the same (or similar) main pipe flow velocity (V), the discharge coefficient (µ), decreased with the increase in orifice pressure (H). This is consistent with the curve-fit formulas developed by International Organization for Standardization (ISO), which reveal the relationship between µ and Reynolds number [23] . It suggests that the velocity coefficient (ϕ), which is the ratio of the flow velocity at the contraction cross-sectional area to the orifice velocity, decreases with the growth of H; while the contraction coefficient (ε), is known to increase with H. This can be explained when the promotion of H to the local resistance coefficient (ξ), which is the ratio of local resistance generated by the fluid flowing through the equipment to the corresponding dynamic pressure, at the orifice is taken into account. The existence of larger H makes the outflow direction change more rapidly, which probably leads to an increase of ξ. Admittedly, the specific theoretical relationship remains to be explored. In addition, when the orifice pressure H is constant, the discharge coefficient (µ), decreases with the increase of the main pipe flow velocity (V). The influence of V on µ is more significant for lower orifice pressure. When H was 2 m, as V increased from 0.2 m/s to 2.2 m/s, µ reduced from 0.685 to 0.638; that is, a reduction of 6.9%. When H was 20 m, as V increased from 0.2 m/s to 2.2 m/s, µ changed from 0.655 to 0.645, the reduction was only 1.5%.
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Effect of the Shape of the Orifice
Additional experiments were conducted using the two rectangular orifices, with one simulating a longitudinal crack on the pipe wall and another simulating a circumferential crack, as shown in Figure 2 . The two rectangular orifices had a length of 7.07 mm and a width of 1 mm, and the opening area was the same as the circular orifice discussed earlier (with a diameter of 3 mm). Figure 10 shows the photos of the outflow jets coming out of the three orifices with different shapes. In the presence of main pipe flow velocity, the difference between the shape of the cross-section of the jet and the circumferential orifice was the largest, and the shrinkage of the jet was most obvious. The difference between the shape of the cross-section and the longitudinal orifice was the least, and the shrinkage was the least obvious.
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The orifice inflow (intrusion) in WDSs is submerged flow, which means that the head loss experienced by the submerged jet includes not only the minor loss through the orifice but also the sudden expansion from the vena contracta in the downstream water body. In the experiments for the orifice inflow study, the circular orifice was used, and the pipe internal pressure was controlled at about 2 m by adjusting the water levels of the two overflow tanks connected to the pipe. The main pipe flow velocity (V) was adjusted by controlling the diaphragm valve opening. The external pressure was set to 4 m, 6 m and 8 m by adjusting the pump frequency and the diaphragm valve opening at the same time. The inflow discharge coefficients (μi), were calculated for different scenarios and the results are shown in Figure 12 . 
The orifice inflow (intrusion) in WDSs is submerged flow, which means that the head loss experienced by the submerged jet includes not only the minor loss through the orifice but also the sudden expansion from the vena contracta in the downstream water body. In the experiments for the orifice inflow study, the circular orifice was used, and the pipe internal pressure was controlled at about 2 m by adjusting the water levels of the two overflow tanks connected to the pipe. The main pipe flow velocity (V) was adjusted by controlling the diaphragm valve opening. The external pressure was set to 4 m, 6 m and 8 m by adjusting the pump frequency and the diaphragm valve opening at the same time. The inflow discharge coefficients (µ i ), were calculated for different scenarios and the results are shown in Figure 12 .
Therefore, the longitudinal cracks with the higher flow discharge coefficient should be more affected during the actual leakage control. 
The orifice inflow (intrusion) in WDSs is submerged flow, which means that the head loss experienced by the submerged jet includes not only the minor loss through the orifice but also the sudden expansion from the vena contracta in the downstream water body. In the experiments for the orifice inflow study, the circular orifice was used, and the pipe internal pressure was controlled at about 2 m by adjusting the water levels of the two overflow tanks connected to the pipe. The main pipe flow velocity (V) was adjusted by controlling the diaphragm valve opening. The external pressure was set to 4 m, 6 m and 8 m by adjusting the pump frequency and the diaphragm valve opening at the same time. The inflow discharge coefficients (μi), were calculated for different scenarios and the results are shown in Figure 12 . It can be seen from Figure 12 that, when the orifice pressure head difference was 2 m (i.e., 4 m external pressure), the inflow discharge coefficient changed from 0.773 to 0.806 (an increase of 4.3%) while the main pipe flow velocity increased from 0.2 to 1.6 m/s. In addition, the smaller the pressure head difference, the greater the slope of the corresponding curve; which means that the influence of the main pipe flow velocity on the orifice inflow was more significant for the lower orifice head difference.
Compared with the outflow discharge coefficient curve for the circular orifice in Figure 11 (under the same orifice and pressure conditions) the inflow discharge coefficients were larger than the outflow discharge coefficients for all the main pipe flow velocities considered. More importantly, with the increase of the main pipe flow velocity, the inflow discharge coefficient increased, while the outflow discharge coefficient decreased. Compared with the outflow discharge coefficients in Figure 9 (under the same orifice and main pipe flow conditions) the inflow discharge coefficient increased with the increase in orifice pressure head difference, while the outflow discharge coefficient decreased. These observations contradict to the conventional thinking that the discharge coefficients for through-wall orifice inflow and outflow are the same, as discussed in some of the literature [16] .
It is clear that the difference in the inflow and outflow discharge coefficients as observed is mainly related due to the inertia (the kinetic energy) of the main pipe flow. However, more research is needed to understand the relationship.
Conclusions
A series of laboratory experiments were conducted to study the effect of the main pipe flow velocity on the water leakage (orifice outflow) and intrusion (orifice inflow). The findings of this experimental study demonstrate that the main pipe flow velocity can have a significant impact on the estimation of the leakage or intrusion rate of leaking water pipes. This is particularly important for intrusion analysis, where the pressure difference across the through-wall crack is low and the influence of the main pipe flow velocity is strong.
The key findings are summarized as follows:
1.
The main pipe flow velocity influenced the orifice outflow. When the pressure difference across the orifice was constant, with the increase of the main pipe flow velocity, the outflow velocity increased, but the contraction area of the jet and the outflow discharge coefficient (as calculated using the conventional orifice equation) decreased.
2.
For the orifice outflow, three types of orifices were considered: a circular orifice to simulate a pinhole leak, a rectangular orifice to simulate a longitudinal crack in a pipe wall, and a rectangular orifice to simulate a circumferential crack. When the orifice pressures and the orifice opening areas were the same, the discharge of the circumferential orifice was the most sensitive to the main pipe flow velocity, and the discharge of the longitudinal orifice was the least sensitive. 3.
The main pipe flow velocity promoted the orifice inflow. When the pressure difference across the orifice was constant, with the increase of the main pipe flow velocity, the inflow discharge coefficient increased, which the opposite pattern to that of the orifice outflow. For the same pressure difference and the main pipe velocity, the inflow discharge coefficient was larger than the outflow counterpart. 4.
For both the orifice inflow and outflow, the impact of the main pipe flow velocity was more significant for the lower pressure head difference across the orifice.
Future studies should investigate the underlying reasons for the discharge coefficient discrepancy between the orifice inflow and outflow. The curvature of the pipe wall the orifice located at may be a significant factor. The mathematical expression of the outflow velocity and the main pipe velocity is also worth exploring. This study will help to more accurately assess the discharge of leakage and intrusion in the water distribution system.
